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1. INTRODUCTI~. Edge lights are used to outline usable operational areas

of airports during periods of darkness and low visibility weather con-

ditions. This circular covers standards for the design and installation

of the following systems:

Runways

LIRL - low intensity runway lights
MIRL - medium intensity runway lights
HIRL - high intensity runway lights

Taxiways

LITL - low intensity taxiway lights
MITL - medium intensity taxiway lights

2. SELECTION CONSIDERATIONSO The selection of a particular edge light
should be based on the operational need in accordance with the following
guidelines:

LIRL - for use on runways at visual flight rule (VFR) airports
having no planned approach procedures

MLRL - for use on VFR runways or runways having a nonprecision
instrument flight rule (IFR) procedure for either circling
or straight-in approaches *

HIRL - for use on runways having precision IFR approach
procedures and for runways utilizing runway visual
range (RVR)

LITL - for use on taxiways and aprons where LIRL is used on
the runways

MITL - for use on taxiways and aprons on airports using
either MIRL or HIRL on the runways

3. RUNWAY EDGE LIGHT CONFIG~TIONS. A runway edge lighting system is a

configuration of lights which define the lateral and longitudinal limits
of the usable landing area. Two straight lines of lights which are
parallel to and equidistant from the runway centerline define the lateral
limits. The longitudinal limits of the usable landing area are defined
at each end of the area by straight lines of lights called threshol~
runway end lights which are installed perpendicul~ to the lines of run-
way edge lightm. Figure 1 depicts typical configurations.

a. Color of Lights. The runway edge lights emit white (clear) light
except that yellow light is substituted for white light on the
last 2,000 feet (61O m) of an instrument runway, or one-half the runway
length,whichever is less, for indicating the caution zone. The
yellow lights are intended for rollout information after landing
and are installed on the runway end opposite the landing threshold.
They are installed on both ends of a runway only when there is an

Par 1
Page 1
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b.

instrument approach to both ends. The lights in the caution zone

emit yellow light in the direction facing the instrument approach
threshold and white light in the opposite direction. The threshold

lights emit green light toward the approach area while the runway end
lights emit red light toward the runway. These lights are usually
combined into one fixture and special lens or filters are used to
give the desired light Coverages.

Location and Spacing. The runway edge lights are located on a line
not more than 10 feee (3 m) from the edge of the full strength pave-

ment which is designated for runway use. For runways used by jet

aircraft, it is usually advisable to install the lights at the maxi-
mum distance to avoid possible damage by jet blasts. For smaller air-

ports a distance of approximately 2 feet (0.6 m) is recommended. The
longitudinal spacing of the lights should not exceed 200 feet (61 m)
and be located such that a line between light units on ~pposite sides
of the runway is perpendicular to the runway centerline. The lights

should be spaced as uniformly as possible with the thresholdlrunway
end lights used as the starting reference points. Where a runway is

intersected by other runways or taxiways, a semiflush light, type
L-850C as described in AC 150/5345-46, should be installed to main-
tain the uniform spacing for HIRL’s. For MIRL’s and LIRL’s a single
elevated edge light should be installed on the runway side opposite
the intersection to avoid gaps in excess of 400 feet (122 m) where
the matching of lights on opposite sides of the runway cannot be
maintained as illustrated in figure 1.

c. Threshold and Runway End Li~hts. The combination threshold and run-
way end lights are located on a line perpendicular to the extended
runway centerline not less than 2 (0.6 m) nor more than 10 feet (3 m)
outboard from the designated threshold of the runway. The designated

threshold is the end of the pavement (surface) useful for aircraft
operations . The lights are installed in tGo groups located symmet-
rically about the extended runway centerline. For instrument runways
each group of lights contains not less than 4 lights; for other run-
ways, not less than 3 lights. In either case, the outermost light in
each group is located in line with the runway edge lights. The other
lights in each group are located on 10 foot (3 m) centers toward the
extended runway centerline.

d. Displaced Threshold. When the threshold is displaced fron the
* extremity of the runway, the threshold lights are located outboard *

from the runway. The innermost light of each’group is located

in line with the line of runway edge lights, and the remaining lights
are located outward, away from the runway, on 10-foot (3 ‘m) centers
on a line perpendicular to the runway centerline. As the displaced
runway area is usable for specific operations (takeoff, rollout,
taxiing), runway edge lights are installed to delineate the outline

* of this area as shown in figure 2. For this case, the runway end
lights are 360 degree red. *

Page 2 Par 3
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4.

*

5.

Par

e. Relocated Threshold. When the threshold is relocated from the
extremity of the runway, the threshold and runway end lights may be
installed as described in paragraph 3C or 3d. The method described
in paragraph 3C is preferred and should be used except in those
cases where access to the abandoned area is required or where
excessive costs would be encountered.

TAXIWAY EDGE LIGHT ~NFIGURATIONS. me basic configuration requirements
for taxiway edge lighting are shown in figures 4 through 11. All taxi-
way edge lighting fixtures emit blue light. The light fixtures are
located not more than 10 feet (3 m) from the edge of the full strength
pavement on each side of the taxiway”and spaced longitudinally not
more than 200 feet (61 m) apart to define the lateral limits of the
taxiing paths. On a straight section the lights on opposite sides
of the taxiways are located on a line perpendicular to the taxiway
centerline. The longitudinal spacing of the lights is influenced by
the physical layout of the taxiways. Closer spacing of the lights
should be provided on short taxiway sections, curves, and entrances
to taxiways from runways or aprons. In lieu of shorter spacing of the
lights, the lights may be supplemented by elevated L-853 reflectors.
For low activity airports, elevated L-853 reflectors may be used in
lieu of edge lights for outlining taxiing areas. Where used, the
reflectors should be spaced the same as taxiway edge lights. When a
taxiway extends along the edge of an apron, the lights are located
as shown in figure 7. Use of taxiway lights on curved sections at
small general aviation airports may be reduced as shown in the typical
layout of figure 10. Taxiway guidance signs are installed at runway-
taxiway intersections to define the throat or entrance into the inter-
secting taxiing route. Where taxiway signs would interfere with
aircraft operations, or at small general utility airports, two
taxiway lights spaced as shown in figure 25 may be installed instead
of the sign. *

SYSTEM DESIGN. Proper planning requires that the design of the lighting
system be coordinated with the airport paving and drainage plans. The
drainage design may influence the location of cable ducts and trenches.
Also, adequate conduits and ducts should be provided prior to paving
operations since they are very expensive to install under existing
paved areas.

a. System Design Options. Several design options may be utilized as
follows:

(1) Base mounted light units (see paragraph 5b) may be used on the
HIRL, MIRL, or MITL.

(2) Stake mounted light units (see paragraph 5b) may be used on the
HIRL, MIRL, LIRL, MITL, or LI’IL.

(3) Series power circuits (see paragraph 5c) may be used for the
HIRL, MIRL, or MITL.

3 Page 3
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*

b.

c.

d.

:: e.

f.

(4) Parallel power circuits (see paragr=iph 5c) may be used for the
MIRL, LIRL, MITL, or LITL.

(5) Select the required type of threshold/rwnway end light for the
MIRL (see paragraph 6a). *

(6) Several control methods are available (see paragraph 5g).

(7) The use of a counterpoise wire is optional (see paragraph 6h(4).

“Base Mounted or Stake Mounted Fixtures. The stake mounted method, in

comparison to the base mounted method, costs less to install. Since
the transformers, cables, and connectors are designed for direct earth
burial, the underground system should provide yearsof fault-free $ervice
if properly installed. The base mounted installation is advantageous
from a maintenance standpoint and provides added protection for the
equipment. The stake mounted method can be used for either series on
parallel circuits whereas the base mounted method is normally used
only with series circuits.

Series or Parallel Circuits. The advantages of the series circuit are:

(1) Uniform lamp brightness - all lamps receive the same operating
current.

(2) Lower costs for longer runways - generally those over 4,000 feet
in length.

The advantage of the parallel circuit is lower costs for shorter
runways - generally all those of 4,000 feet or less.

RVR Connections. Where runway visual range (RVR) equipment is to be
installed, provide two No. 12 AWG wires for 120-volt control, or two
No. 19 wires if 48-volt control is used, between the control tower and
the vault. The ends of the wires are taped or sealed, until connections
are made, to prevent the entrance of moisture. The wires in the vault
connect to an interface unit provided with the RVR equipment. The
wires in the tower connect to RVR equipment. All connections are
made by personnel responsible for the RVR in accordance with
instructions provided with the system.

Use of Reflectors. For low activity general aviation airports, taxiway ‘;’
lights can be augmented or replaced with L-853 elevated edge reflectors
as described in AC 150/5345-39.

Brightness Steps.

(1) The HIRL has five brightness steps as follows:

Page 4 Par 5
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Percent Lamp

Brightness Current (amps)

100
25
5

1.2
0.15

(2) The MIRL has three brightness steps as

Percent Series Systems

Brightness Lamp Current (amps)

100 6.6
30 5.5
10 4.8

.6.6

5.2
4.1
3.4
2.8

follows:

Parallel Systems
Lamp Voltage (volts)

120
85
60

(3) The LIRL and LITL have only one brightness step. The MITL has
three brightness steps, as for the MIRL, when installed using a

series circuit and powered by an L-811 or L-812 regulator. When
the MITL is installed using a parallel circuit, only one bright-
ness step is required although it may be desirable to provide
equivalent brightness steps as obtained with the series circuit.
This may be accomplished by use of a variac, autotransformer, or
other means.

g“ Control Methods. Several control methods may be used including
direct control or remote control. Remote control may be accomplished
by use of land lines or by radio control using L-854 equipment as
specified in AC 150/5340-14. Remote control is strongly recommended
at any location served by a control tower, flight service station,
or other manned offices where operation of the facility-could be
accomplished. Local control may be done by direct switching at the
site or by using automatic control such as a photoelectric control
device or astronomic time switch with provisions for switching from
automatic to manual control. Typical applications of direct
control are shown in figures 16 and 20. Figures 17, 18,and 21(a)
show typical applications for remote control of regulators.

(1) Remote Control (120 Volts Acjo Where the distance between the
remote control panel and the vault is not great enough to
cause an excessive voltage drop in the control leads, use the
standard control panel switches to operate the control relays
directly. Operating relays supplying power to the regulators
must have coils rated for 120 volts AC. Use No. 12 AWG control
cable to connect the control panel to the power supply
equipment in the vault. Calculate the maximum permissible

Par 5 Page 5
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separation between the control point and the vault by
determining the control circuit line loss. Typical relaY
characteristics are shown in the following table:

r-‘ ~
REGULATOR OPERATING IN-RUSH

COIL SIZE VOLTS CURRENT

PRIMARY 4KW 120 1.4
CONTACTOR—..

BRIGHTNESS 4KW 120 0.92
RELAY

PRIMARY 7~Kw 120 5.0
CONTACTOR

BRIGHTNESS 7%KW 120 0.93
RELAY

AUXILIARY SPST 120
RELAY 5000

OHM

PRIMARY AND TYPICAL
BRIGHTNESS L-828 120 0.286

RELAYS

PULL-IN HOLDING ‘DROP-OUT
VOLTS CURRENT VOLTS

99 0.22 77

99 0.20 77

99 0.78 77

99 0.38 77

g~ -75 0.024 70

85 0.087 54

(2) Auxiliary Relay (120 Volts AC). Special low-burden pilot auxil-
iary relays, having proper coil resistance to reduce control
current, may be used to obtain additional separation distance with
120-volt AC control circuits. It may be advantageous to use these

relays to expand existing 120-volt AC c .ntrol systems. See

figure 21(b) for typical applications “ith an L-812 regulator.

(3) Remote Control (48 Volts DC). An alternate method used where the
distance between the control panel and the vault would cause
excessive control voltage drop is a low voltage (48-volt DC)
control system. In such a system, sensitive pilot relays are
activated by the remote control panel switches and, in turn,
control the regulator relays through their contacts. Normally,
a 25 pair, No. 19 AWG telephone cable can be used to connect
the control panel to the pilot relays. For typical application
details, see Advisory Circular 150/5345-3 and figure 21(c) of
this circular.

Page 6
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6. EQUIPMENT AND MATERIALS. Equipment and materials used which are not
specified herein shall be suitable for the intended use. Electrical
equipment such as distribution transformers, oil switches, relays, etc.,
shall bear the Underwriters Label.

a.

b.

c.

d.

e.

Par 6

Light Fixtures. Light fixtures shall conform to AC 150/5345-48 as
follows:

(1)

(2)

S@!2!2 Light Fixture Type

* Threshold

HIRL” L-862 (1) L-862

MIRL L-861 L-861SE
L-861E (2)

LIRL L-860 L-860E

MITL L-861T

LITL L-860T

Use type L-850-C light fixtures conforming to AC 150/5345-46
where required for semiflush installations.

For runways served by either a visual approach S1OD(2 indicator
(VASI), runway end identifier lights (I&~L), mediu; approach
light system (MALS), or lead-in lighting system (LDIN), the type
L-861E light fixture may be used in lieu of the type L-861SE
light fixture.

Isolation Transformers. Isolation transformers, for use in series
circuits, shall be type L-830 conforming to AC 150/5345-47, and shall
be of the proper rating.

Cable Connectors. Cable connectors for use in series circuits shall
be type L-823 conforming to AC 150/5345-26, figure 14. For parallel
circuits, specify connectors in accordance with item L-108, paragraph

108-2.4 of AC 150/5370-10 or equal.

Light Base and Transformer Housings. Light base and transformer
housings shall be type L-857 conforming to AC 150/5345-42. A12-inch
(30 cm), type I is used for elevated light fixtures and a15-inch
(38 cm), type II is used for semiflush light fixtures.

Regulators. Regulators for use with series circuits shall conform
to AC 150/5345-10, type L-828 for the HIRL and AC 150/5345-18,
type L-811 or AC 150/5345-11, type L-812 for the MIRL. The L-811
regulator is directly controlled whereas the L-812 and L-828
regulators are remotely controlled. The L-812 regulator is generally
used for MITL series circuits.

Page 7
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f. Control Panel. The remote control panel conforms to the-requirements
of Advisory Circular 150/5345-3. The panel consists of a top panel

plate and a housing. In addition, it has toggle switches, terminal
boards, and brightness controls,as required. The number of components
to be mounted on the panel should be specified when the equipment is
ordered.

f3* Auxiliary Relay Cabinet. An auxiliary relay cabinet assembly con-
forming to Advisory Circular 150/5345-13 is required when 48-volt DC
control is used. The assembly consists of an enclosure containing
a DC power supply, control circuit protection, and 20 pilot relays.

h. Cable.

(1)

(2)

(3)

(4)

Series Primary Circuit. Select specification L-824 cable in
accordance with AC 150/5345-7. No. 8 AWG, 5,000-volt cable
will satisfy most operational requirements. No. 6 AWG, 5,000-
volt cable should be used for long “homeruns” or with 20 ampere
circuits.

Parallel Primary Circuit. Select specification L-824, 600-volt

single or double conductor cable in accordance with AC 150/5345-7
or select 600 volt, stranded copper,single or double conductor
cable, suitable for direct earth burial as specified in the
National Electric Code and/or controlling local codes. Specify

AWG wire sizes that will provide the required lamp voltage within
5 percent.

Control Circuits. For control circuits using alternating

current (AC), use control cable containing No. 12 AWG wire
conforming to Advisory Circular 150/5345-7. For direct current
(DC) control circuits, use cable containing No. 19 AWG wires
that conform. to the requirements of Rural Electrification
Administration Bulletin 345-14 or 345-67. -.

Counterpoise Wire. If required, select counterpoise wire, No. 8
AWG, conforming to the requirements of paragraph 108-2.2 or
108~2.3 of AC i50/5370-10._

- .

i. Duct and Conduit. Duct and/or conduit shall conform to the require-
ments of paragraph 110-2 of AC 150/5370-10. -

j. Concrete. Concrete shall conform to the requirements of item P-61O
of AC 150/5370-10.

Page 8 Par 6



9/3/75 AC 15015340-24

7.

k. w“ Plastic electrical insulating tape is the type specified

in item L-108 of AC 150/5370-10.

1. Vaults. Utilize design considerations for vaults contained in
item L-109 of Advisory Circular 150/5370-10. Provide at least 2
square feet (0.2 sq. m.) net vent area per 100 KVA installed

transformer capacity in the vault where the 24-hour average.ambient
temperature does not exceed 86°F. If the average ambient temperature
exceeds 860F., auxiliary means should be provided for removing excess
heat. Install vault equipment, conduit, cables, grounds, and supports
necessary to insure a complete and operable electrical distribution

center for lighting systems. An up-to-date “as constructed” lighting
plan should be kept available in the vault. When required, provide
an emergency power supply and transfer switch, see Advisory Circular
150/5340-17. Install and mount the equipment to comply with the
requirements of the National Electric Code and local code agencies
having jurisdiction.

INSTALLATION. The system shall be installed in accordance with the
National Electrical Code and/or local code requirements.

a. Light 3ase and Transformer Housing for Elevated Liqht Fixtures. The
light base shall be installed on undisturbed soil as shown in
figure 13. If the soil is unsuitable, then an adequate depth of
soil should be removed and replaced with compacted acceptable
material. The cable entrance hubs are oriented in the proper
direction. Level the light base so that the mounting flange
surface is approximately 1 inch above the finished grade.

With the base properly oriented and held at the proper elevation,

place approximately 4 inches (10 cm) of concrete backfill around
the outside of the base. The top of the concrete is sloped away
from the flange portion of the base so the sloped outer edges of
the concrete are at surface grade. If concrete backfill is omitted,
select earth backfill shall be compacted to maintain proper
orientation and elevation of the base. In closed duct systems
installed in soil conditions of good drainage, use light bases
having a drain hole to prevent water accumulation.

b. Light Base and Transformer Housing for Semiflush Lipht Fixtures.
The base is supported in t~ leaveout or excavated area in a position
as shown in figure 23. Orient the base so that the cable entrance
hubs on the base are properly aligned and so that the semiflush
light fixture will be properly aligned, when installed, prior to

placing the concrete backfill. When installed in bituminous
pavement, leave the concrete backfill 3-4 inches (8-10 cm) low to
allow completing the backfill with bit~inous material after the
concrete has cured.

Par 6 Page 9
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*

c* Stake (Angle Iron) Mounting. Install the stake in a 6-inch (15 cm)

diameter hole at a depth of 30 inches (76 cm) as shown in figure 13.
Do not install stake by driving. Make electrical connections and

backfill around the stake with thoroughly compacted earth passing a
,l-inch (2.54 cm) sieve. Where required due to unstable soil condi-

tions, backfill with concrete. Install the top of the stake even

with, or not more than 1/2 inch (1.3 cm) above the finished grade and
maintain within 1 degree of the vertical. In areas where frost may
cause heaving, anchor the stake with concrete and use a permeable
backfill material such as sand around the buried electrical components
and then cover the top surface with an impervious material to reduce
moisture penetrati~n.

d. Light Fixtures - General. The light fixtures are supplied unassem-

bled and consist of an optical system, lamp, connecting leads, and a
mounting assembly. The installer will assemble, connect to mounting,
level, and adjust the light fixture in accordance with the manufac-
turer’s instructions. Care should be taken that the lamp specified
by the manufacturer, for the particular use of the light fixture, is
installed. The light fixtures are leveled and aligned, where appro-
priate, within 1 degree. The standard height of the top of the
elevated light fixture is 14 inches (35 cm) ‘above the finished grade.
In areas where the mean annual total snowfall exceeds 2 feet (0.6 m),
this standard elevation may be increased as illustrated in figure 24.
In order to facilitate maintenance of light fixtures, it is recom-
mended that identification numbers be assigned and installed by one
of the following or similar methods. *

(1) Stencil numbers with black paint on the runway side of the base
plate. The minimum height of the numbers is 2 inches (5 cm).

(2) Attach a noncorrosive disc with permanent numbers to the fixture.
The minimum height of the numbers is 2 inches (5 cm).

(3) Impress numbers on a visible portion of the concrete backfill.
The minimum height of the numbers is 3 inches (7.6 cm).

e. Base Mounted Light Fixtures. This type of installation is normally
used only with series circuits to house the isolation transformer
and accommodate a closed duct system. Prior to mounting the light
fixture on the base, an L-823 connector kit is installed on the
primary power cable ends and the appropriate L-830 isolation trans-
former is installed. These transformers serve as a means for
isolating the light unit from the high voltage primary of the series
circuit. Wrap the connector joints in the primary circuit with at
least one layer of rubber or synthetic rubber tape and one layer of
plastic tape, one-half lapped, extending at least 1-1/2 inches
(3.8 cm) on each side of the joint. Typical fixture and duct
are shown in figures
into the transformer
connection.

Page 10

12 and 13. Plug the light disconnecting
secondary receptacle. Do not tape this

details
plug
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f.

g*

h.

i.

j.

Stake Mounted Light Fixtures. For series circuits, make connections

and transformer installation as detailed in the previous paragraph.
Bury the transformer primary cable connectors at least 10 inches
(25 cm) deep and adjacent to the stake as shown in figure 13. By
burying the components in like locations at each stake, maintenance
of the underground system is facilitated. When installed in a
location where the frost line depth exceeds the minimum cable
Installation depth, as specified in AC 150/5370-10, item L-108,
increase to a maximum of 2 feet (0.6 m) in depth the installation of
the cable, transfoziiers,and connectors. Do not attach cable
connectors to the stakes. Install primary cable connectors, splices,
and transformers at the same depth and in the same horizontal plane
as the primary cable with adequate slack provided. The radius of
cable bends should not be less than 10 inches (25 cm). Place the
secondary leads from the transformer to the lamp socket in a loose
spiral with excess slack at the bottom.

Shielding Taxiway Lights. In order to shield undesirable blue light
to landing pilots or lessen the “sea-of-blue” effect, metal shields
or hoods are available, as an option, from the lamp manufacturers.
See figure 22 for suggested orientation. Orient fixtures with
masked lamps by rotating the fixture on its mounting for proper
light pattern before securing in place. Use of brightness control
is desirable to adjust the blue light level to match visibility
conditions. This feature also prolongs lamp life. Proper control
circuiting will also help to eliminate the “sea-of-blue” effect by
providing lighting only where it is needed.

Direct Burial Cable. Install all power or control cables by direct
burial in trenches except where the routing is through paved or
stabilized areas. Seal cable ends during construction to prevent
the entrance of moisture. When using L-857 light bases in a system,
provide at least 2 feet of slack cable to permit connections of the
primary cable and the isolation transformer primary leads to be made
above ground. Trenching, installation of cable, backfilling
trenches, and the installation of cable markers is to conform to
paragraph 108 of AC 150/5370-10. Cable plowing is allowed where
suitable soil conditions exist.

Cable in Duct and/or Conduit. Install all power or control cables
in ducts and conduits to conform to paragraph 108-3.2 of
AC 150/5370-10. Provide slack cable for connections as stated in
paragraph 7h. Install the duct and/or conduit conforming to the
requirements of paragraph 110-3 of Advisory Circular 150/5370-10.

Installing Duct or Conduit Under Paved Surfaces. Provide a
reasonable number of spare ducts or conduits in each bank for
maintenance and future expansion of facilities. Avoid routing ducts
or conduits through areas which may have to be excavated.

Par 7 Page 11
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*

k.

10

Where ducts are in tiers, use “thelowest ducts to receive”-cablefirst,
with spare ducts left in the upper levels. Check duct routes prior
to construction to obtain assurance that the shortest routes are
selected and ‘interferences are avoided.

Counterpoise. If required , install counterpoise wire for lightning
protection in the same trench 4 inches above the insulated cable it is
to protect as specified in paragraph 108-3.9 of AC 150/5370-10. -

Splices. Make splices on underground cables to conform to”paragraph
108-3.8 of AC 150/5370-10. No splices are to be in ducts, conduits,
or in circuits between light fixtures unless housed in an approved -
manhole, handhole,or light base and transformer housing. Where crimp
connectors or field attached plug-in connectors conforming to
AC 150/5345-26 are employed, use crimping tools of the type that
must be fully closed before they can be released and designed for
the specific type connector to assure crimps or detents meeting the
necessary tensile strength.

8. INSPECTION.

a.

b.

c.

d.

e.

f.

g*

Page

Inspect each light fixture to determine that it is installed
correctly, at the proper height, in line with the other fixtures,
level,and properly oriented.

Check the light fixtures with asymmetrical
they are properly oriented with respect to
sides and the threshold. Check all lights

Check identification number for each light

lenses to determine that
the runway longitudinal
for alignment.

unit to determine that the
number at the installation is aa assigned in the plans.

Check equipment covered by Federal Aviation Administration specifi-
cations to determine if the manufacturers have supplied approved
equipment. The equipment is also checked for general conformance with
specification requirements.

Inspect all ctibles, wiring, and splices to obtain assurance that the
installation is in accordance with Advisory Circular 150/5370-10,
National Electrical Code, and local codes. Inspect and test insulation
resistance of underground cables before backfilling.

Check all ducts and duct markers to determine that the installation
is in accordance with Advisory Circular 150/5370-10. Inspect
underground ducts before backfill is made.

Check the input voltage at the power and control circuits to determine
that the voltage is within limits required for proper equipment
operation. Select the proper voltage tap on equipment where taps are
provided.

12 Par 7
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h. Check fuses and circuit breakers to determine if they are of the
proper rating.

i. Check base plate for damage during installation and.refinish
according to manufacturer’s instructions.

j. Check the current or voltage at the lamps to determine if the
regulator current or supply voltage is within specified tolerance.
If a current or voltage exceeds rated values the lamp life will be
reduced.

9. TESTS .

a. Test the installation by operating the system continuouslyfor at
least 1/2 hour. In addition, operate each control not less than
10 times.

b. Test the completed circuits in accordance with the requirements of
item L-108 of Advisory Circular 150/5370-10. This includes testing
the insulation resistance of ungrounded circuit conductors with a
500-~’oltmegger type tester. Minimum acceptable resistance to
ground is 50 megohms. Testing of multiple circuits will require
removal of all lamps.

c. Test the vault equipment for proper grounding. This test includes
a check to determine that the resistance to ground on any part of
the grounding system will not exceed 10 ohms.

d. Subject the regulators and other applicable equipment to performance
tests specified in the manufacturer’s instructions for the initial
installation.

10. MAINTENANCE.

a. General. A maintenance program is necessary to insure proper
operation and dependable service from the equipment. Although the
system may be of the highest order of reliability, its effectiveness
will soon depreciate unless it is properly maintained.

b. Operational Check. Make a daily operational check of all lighting
fixtures. If any lamps are out, the locations of the fixtures are
recorded and the lamps replaced at a time when the fixture is
deenergized. The lamp socket and electrical contacts should be
checked before replacing the lamp and reenergizing the system.

c. Lens. Check the light fixture lens periodically to determine if the
glassware has been cracked or pitted beyond use by debris. Clean
the lens periodically to permit the units to operate at maximum
efficiency. The regularity and type of cleaning will be dictated by
local conditions. Check lens for level and alignment.

Par 8 Page 13
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d. Snow Removal. Remove snow from around the lighting fixtures as soon

as possible after a snowfall to prevent obscuring the emitted light.
Take care to prevent damage to light fixture during snow removal.

e. Bases. The base mounted fixture installations are designed to
exclude both ground and surface water from entering the base. For ,
varying reasons, water sometimes enters and can become a serious
problem, particularly where temperatures be~ow freezing are
encountered. To prevent possible damage, establish a regular
maintenance schedule to inspect each base for the presence of water
especially during the fall and winter months. A regular schedule
for tightening cover”holddown bolts is recommended. If any of the
bases contain water, remove the water and replace gasket if necessary.
The use of a base with a drain hole in the bottom may eliminate this
problem in some areas.

f. Grass. Establish a regular schedule for removing grass or other
vegetation near the lighting fixtures.

g* Cable. Check the initial condition of cables with a 500-volt
insulation resistance tester. Make a record of the initial
resistance values. Check the condition of the system periodically
by comparing monthly resistance readings with the initial and
subsequent values. In an acceptable system, the initial resistance
values are not less than 50 megohms. If the monthly resistance
checks reveal progressive deterioration or faults, take corrective
steps promptly.

(1) Perform monthly insulation resistance checks by deenergizing the
regulator or power, disconnecting the cable leads at the

regulator or power source, and connecting one lead of the insulation
resistance tester to the lighting cable and the other lead to a
proven ground.

(2) Advise maintenance personnel that high open circuit voltage will
be present when the secondary of an energized series lighting
regulator is opened. Therefore, positive means should be taken
to prevent energizing the regulator while maintenance is being
undertaken on the circuit.

h. Spare Parts. Stock adequate spare parts for maintenance purposes.
See individual manufacturer’s instructions for recommended items.
At least 10 percent spare lamps should be available with the initial
installation.

i. Vault. Keep the vault clean and uncluttered to prevent dirt from
accumulating in control compartments and to allow equipment to be

Page 14
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accessible at all times. Make yqrning signs legible and mount
them in conspicuous locations. An “as constructed” electrical
diagram of the lighting system should be displayed in the vault,

24

.
Pro~ect the diagram wi~h ~lass, plastic,or o~he~ transparent
material. Modifications ~r extensions &de in connection with the
above plans should be kept up to date by the chief electrician.
A maintenance instruction book and descriptive parts list for each
piece of installed equipment should be available.

j. Constant Current Regulators. Monthly measurements for rated output
current should be made of each regulator. Change of input trans-

former taps or other regulator adjustments should be made to provide
rated output current so proper lamp brightness can be maintained.

Par 10 Page 15
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APPENDIX 1.” BIBLIOGRAPHY

1. Advisory Circular (AC) 00-2, Advisory Circular Checklist and Status of

Federal Aviation Regulations, updated triannually, contains the listing
of all current issuances of advisory circulars and changes thereto. It
explains the circular numbering system and gives instructions for ordering
advisory circulars that are for sale as well as those distributed free
of charge.

a. The following free advisory circulars may be obtained from the
Department of Transportation, Subsequent Distribution Unit,

M-494.3, Washington, D.C. 20590.

(1)

(2)

(3)

(4)

(5)

(6)

(7)

(8)

(9)

(lo)

(11)

(12)

Advisory Circular 00-2, Federal Register, Advisory Circular
Checklist and Status of Federal Aviation Regulations.

AC 150/5300-4, Utility Airports - Air Access to National
Transportation.

AC 150/5340-14, Economy

AC 150/5340-17, Standby
Systems.

AC 150/5345-1, Approved

Approach Lighting Aids.

Power for Non-FAA Airport Lighting

Airport Lighting Equipment.

AC 150/5345-3, Specification for L-821 Airport Lighting Panel
for Remote Control of Airport Lighting.

AC 150/5345-4, Specification for L-829 Internally Lighted
Airport Taxi Guidance Sign.

AC 150/5345-7, Specification for L-824 Underground Electrical
Cables for Airport Lighting Circuits.

AC 150/5345-10, Specification for L-828 Constant Current
Regulators.

AC 150/5345-11, Specification for L-812 Static Indoor Type
Constant Current Regulator Assembly; 4KW and 7% KW; With
Brightness Control for Remote Operation.

.

AC 150/5345-13, Specification for L-841 Auxiliary Relay Cabinet
Assembly for Pilot Control of Airport Lighting Circuits.

AC 150/5345-18, Specification for L-811 Static Indoor Type
Constant Current Regulator Assembly, 4KW; With Brightness
Control and Runway Selection for Direct Operation.

Page 1
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(13) AC 150/5345-26, Specification for L-823 Plug and Receptacle,

Cable Connectors.

(14) AC 150/5’345-39,FAA Specification L-853, Runway and Taxiway
Retroreflective Markers.

(15) AC 150/5345-42, FAA Specification L-857, Airport Light Bases,
Transformer Housings, and Junction Boxes.

(16) AC 150/5345-46, Specification for Semiflush Airport Lights.

(17) AC 150/5345.47, Isolation Transformers for Airport Lighting

Systems.

(18) AC 150/5345-48, Specification for Runway and Taxiway Edge
Lights .

b. Advisory Circular 150/5370-10, Standards for Specifying Construction
of Airports, may be obtained from the Superintendent of Documents,
U. S. Government Printing Office, Washington, D.Ce 20402a

c. Obtain copies of Rural Electrification Administration (REA) Bulletin
345-67 or 345-14, REA Specification for Fully Color-Coded,
Polyethylene Insulated, Double Polyethylene-Jacketed Telephone Cable
for Direct’Burial, from the U. S. Department of Agriculture, Rural
Electrification Administration, Information Services Division,
Washington, D.C. 20250.
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F-1MAX.

* ● o & Q
a o

“L+ o

0

: ● ● ● ● II

APPLICATION OF SINGLE ELEVATED LIGHTS

200’

t-l
MAX.

-w

200’_ 200’
MAX. MAX.

/&? 6+.”*:
Q
Q

APPLICATION OF SINGLE ELEVATED LIGHTS AND SEMIFLUSH LIGHTS

LEGEND:

.@--- 360° WHITE, EXCEPT FOR THE LAST 2,000’ OF THE INSTRUMENT RuNWAY

R@ G--REO 180” AND GREEN 180”

@.. SEMIFLUS.H FIXTURE BIDIRECTIONAL

NOTE: SIX THRESHOLD LIGHTS USED ON NON-INSTRUMENT RUNWAVS-
EI(YITTHRESi!OLDLIGHTS USED ON INSTRUMENT RUNWAYS

10‘ O.c.

FIGURE 1. RUNWAY AND TNRESHOLD LIGNTING CONFIGURATI(ltS
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&’-METHoD No” I
@
u

0
-1
U

@dc’”’‘AX” o
~ *~”ETHOD NO. 2

(D

(D LEGEND

R(BG @ 360” WHITE EXCEPT FOR LAST 2000’ OF AN

INSTRUMENT RUNWAY

R~G RED 180° ANO 180° GREEN

NOTES:

y 1. METHOCJ NO.I FOR ABANDONED AREA WHERE PAVED AREA IS LEFT IN PLACE.

$
2. METHOD NO.2 FOR ABANDONED AREA WHERE PAVED AREA IS REMOVED.

u
3. SPACING OF RUNWAY LIGHTS SHALL BE IN ACCORDANCE WITH PARA. 3.

4. ALL THRESHOLD LIGHTS ARE .SPACED ON 10’ CENTERS.

FIGURE 3. RELOCATED THRESHOLD . UNUSABLE AREA I@ANIX3NEDOR REM3VED



Ac l~o/5340Q4
Anvendix 2

9/3/75

●
I

● ● ● ● ●

LEGEND
+- 7

_ RUNWAY &

o

r
@ ● Runway edge lights ~

‘7-–+
O Toxiwoy edge lights . ‘T

PT Point of tangency

~>

w

@33.-/,
~o \!” -’

%A

I PT ‘

? 9 0 00
&.Of/

v’
w

NOTES :

‘o 1 On long straight sections of taxiways, the longitudinal
spacing of lights may approach but not exceed 200 feet.

@ Spacing of lights on taxiway curved edges is as shown in
Figure 9.

@ Spacing ‘of lights on short straight sections is as shown
in Figures 5,6,7 & 8.
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204’w w
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I
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PT II $
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I
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I
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1--150’
I
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50’
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405’*
135” 135’ 135’* m

8 I 0 I

I
I

0

I

0

II I 1 1- 1I
‘PTO

0 0 0

1-l

? I

M

“PT
50’ 50’

FIGURE 5. TYPICAL STRAIGHT TAXIWAY SECTIONS - MORE THAN 200 FEET-—
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(J+n
I I I\ 1 I

FIGURE 6. TYPICAL STRAIGHT TAXIWAY SECTIONS - LESS THAN 200 FEET
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a a o n m o

I-J
I

50’
I

u
50’

I I

1200’ A.

100’ 100’

a
I

o t-l AA

j50’j 1 I
o
I

n o n

5

‘ l-=-l

PT

r

PT

APRON

FIGURE 7. TYPICAL SINGLE STRAIGHT TAXIWAY EDGES - MORE THAN 200 FEET——.— . . ———-..—-——— .——---- .-- —---—--- ..--. . . . . .—
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mk-111I II

?

PT

-FIGURE 8._lPICAL SINGLE STWIGHT TAXIWAY SECTIONS ~ LESS.—— _________
THAN 200 FEET
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f

SIDES Of
TA XIWAY

,/

RADIUS “R”
OF CURVE

IN FEET

15
25
50
75

100
150
200
250

NUi’ES: 1.

2.

3*

RADIUS “R”
DIMENSION “Z” OF CURVE DIMENSION “Z’t

IN FEET IN FEET IN FEET

20 300 80
27 400 95
35 500 110
40 600 130
50 700 145
55 800 165
60 900 185
70 1000 200 MAX

For radii not listed, determine “Z” spacing by
linear interpolation.

“Z” is the chord length.

Uniformly space lights on curved edges. Do not
exceed the values determined from the above table.
On curved edges in excess of 30 degrees arc, do
not install less than three lights including
those et PT’s.

FIGURE 9. SPACING OF LIGHTS ON CURVED TAXIWAY EDGE&
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‘-------

I

—— ——. .— .
#l

4SERIES CIRCUIT 2 -+ 8 AWG,

5000 V, L-824 CABLE

I
I

)
REGULATOR

I =

-3m

IF REQUIRED, INSTALL
COUNTERPOISE WIRE, #8 AWG
MINIMUM, GROUNDED APPROX.

EVERY 1000’

TRENCH, INSTALL ‘o

AS SPECIFIED IN ITEM
L-108, AC 150/5370-10

CABLE MARKER

-. 0 e V.v 7 >

2

-16” MINIMUM

COUNTERPOISE

:R::TDwAL

Y
—

3“

,~’~ MINIMUM

TYPICAL CABLE MARKER DETAIL TYPICAL 4-WAY DUCT
DUCT

MINIMUM

J?IGURE 12. TYPICAL SERIES LIGHTING CONFIGURATION
—— __ ..____ ._ __ ..._
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APPROX
BACKFILL

.

L7El
4“

REc
CK

CABLE

•.~&* JI \
BARE COPPER CCUNTERPOI
WIRE (~ USED)
ROUTED AROUND BASE

‘+’:,

wy.,,ti+.:l\L

..,,w; ;.b
-’t,. ‘IIAN-’““’”n-Uia4

BASE MOUNTED, SERIES CIRCUIT

4

14” s!JJl)e

4 <

BREAKABLE Coupling AND

DISCONNECT PLUG

L-830
T\=.-
1 w’ F-

MIN,
I

FOR

SE

STAKE MOUNTED, SERIES CIRCUIT

FIGURE 13. SERIES CIRCUIT LIGHT FIXTURE WIRING
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2.2

1.4
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I.0
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0.6

0.4
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I

+
PRIMARY CURRENT

#6 wIRE, 20.0 AMpERE “t’ i

PRIMARY CURRENT —i

#.9wlRE, 200 AMPERE ‘i
PRIMARY CURRENT -

92468 10 12 14 16 18 20 22 24 26 2S

FEEDER CABLE IN 1000’ LENGTt+S

Multiply tfw distance between the voult and the runwoy 2

by 2 to get the length of the feeder coble. Determine

the KW power required for the feeder coble by getting

34

32

30

28

26

24

22

20
In
1-
+ 18

;
0
d 16

z
14

12

10

8

6

4

2

0

0 10 20 30 40 50 60 70 80 90 100 110 120

NUM8ER OF LIGHT FIX WRtS

.

HOW TO DETERMINE TOTAL LOAO

0eterm8ne KW power required for the number of fixtures 3. Add kilowotts obtomed from GRAPHS “A”ond “B- to

to be instolled by getting the coordmote point on the determine the totol KW Iood required.

oPDllcoble kilowott-number of I!ght fixtures line of

th~ caordinote point on the oppllcoble kllowott -feeder ‘GRAPH “ES” Curves hosed on use of 200W lamps.

cablo tine of GRAPH “A-

FIGURE 14. CURVES FOR ESTIMATING LOADS IN HIGH I~ENSITY SERIES CIRCUITS
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CURVF W
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I

o
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NUMBER OF LICNl FIXIURES
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o
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FKD[R CABLE IN I,IJN LEf4C7HS

Nom!

1. COmputaCmns bsd Onxtual clrcuitldtBls.

2. in’CurvehlfigureK. W. l&usiWtdal numhd45waHor Nw*
Ii flures connected in circuit,

3. Basis fOrcomputiq unit lwhln Curveh):
3LY45watt transformer with 45 wall Itmp 34.1 walls
Cabltlo$s, Iamplolertnce, dc. Ms

Tdd e$tinuld 1.M6 per 45 WJff unit 63.0 Wolfs

XV45 WM transformer with 30 waft Ihmp 40.4 Wdts
tiblelo$s. Iamptolerawe. ek. 9.6 WdtS

ToM edifrotd lod $er 30 waft unit no Wdl$

4. Btsisti computiq ldprl, Wof M. 8AWCca61c lnCurn Q!l:
IYR - I& 6A)YX t 4403 Ohm$/l, WY .27.9 wdlsll, OM’
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MM Dulcftxot8

S-writ lmlz40u

k 1L
240 volts

3 conductor (or 3 – 1 I
cOndUctor)L- 824 OR lyim 120volts
U. F..6OO volt, d,rect bur IaI

cable, Wlttl Or WllhOUt
,------ --

gmundwore dcoend,ng on
Icuafelectrtcal codes. -

~<;~ , “
i )---; 1[ circuit Breaker

.\ :
.

:~

1

l-- _--J
‘. SWITC14 ISEE DETAIL “1”) ,------ --------

.---~
-==-

((

: --------- : Photoelectric Control

--%~ ‘-----------o-; or’imesw’tch
-4++ ~ -.=

-: =--
-.. DETAIL “’A”.-..~.=-

-------- Q
ZOd MAX

TYPICALLAYOUT OF RUNWAY LIGHTING ,05&-’ ‘;’*.. . .

~PICAL MFDIUN -..—- -.—
IffI’ENS ITY LIGHT

.

I4- STD.

L. ._.___ .“,--,,-.>----------.

(+.-l
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l?
o

BREAKABLE COUPLING
AND DISCONNECT PLUG,

;.s

——.— -- .- .— - ———. . . .. . . .. . .- . . . . . . . . . . . .

. [
.*

L-823

4
“ -1

2 conductor(cr 2-1 conductor] L-824
1

,- - 1.
600volt. direct burial cable, w:th or without

J ‘

ground wire depending on local electrical codes. <;’ -

tii!ld’ ““”
I RECOM21E:!D 6“xG’’x12”
I ] < CONCRETE

L-”-J ANCHOR

Imulated
14” STD.

tluick Disconnects

INSTALIJID AT BREAL4BLS COUPLING (ABOVE GRAUE )

LF UPPER WIRE IS !_ t
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EE
73

74

81

02
03

04

B5
I

L-$21 CONTROL
PANEL

IN TOWER

7-1/cd12 AWG\

WIRES

(AC CONTROL)

120/
240 V

6

I*
60 HZ “

1.

z.

3.

4.

5.

TNE INSTALLATIONS SHOLTO CONY.VVI TO APPLICABLE SECTIONS
OF TN& NATIONAL ELE~RICAL CODE ANO LOCXL COOES.

USE SOL ID L INK IN FUSED CLTC)LT IN NEL?LWAL CONDUCIIM WHEN
PRIMARY PWER OBTA INEO FROM A cRouNoEo souR~.

IN TNUNWR STORN AREAS, L ICHTX ISG PROTE~ ION ss SEC( KWNTI-
S0 FoR THE CONTROL CIRCUIT.

MEN A COUNTERPOISE WIRE INSTALLATION IS REQUIRED, K’ LS

INSTALLED AS SPECIFIEO IN AC 150/5370- 10. ITEN L- 108.

LIGHTNING ARRESTERS ARE FL’RxISHED WITN L-828 RECLIAT! R
ACRC6S THE INPUT ANO OUFPLT TEWI INAL OF TNE EQUlPMExI .

I I INPUT

a“71 L-828

72
CONSTANT

CURRENT
73 STEP TYPE

74 REGULATOR

SEE NOTE 5

= SWITCH

WITH EXTERNAL
PRIMARY OIL

OUTPUT
SI S2

& >

d %7-+ ’H’”’N’
ARRESTER

CUTOUT
SEE NOTE 5

w
TO SERIES
RUNWAY
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J
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L L-821 CONTROL PANEL
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SEE NOTE

FIGURE 17 7
f

7~H [2AWG

h

~ PRIMARY
WIRES FOR AC
CONTROL

r--}po”ER2“00‘“

% & #--L’GHTN’N’
ARRESTER

r—. ——-
7 SEE FIGURE17

I n ‘~”~L8 i
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CURRENT i
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REGULATOR
I

WITH INTERNAL

PRIMARY OIL
I

SWITCH I

I

I
I
I
I

i OUTPUT I

?Iy

i__ –-i

e
/

%<
SERltS CUTOUT

TO SERIES RuNWAY

LIGHTING CIRCUIT

LIGHTNING

ARRESTER

SEE FIGURE 17

FIGURE 18. TYPICAL HIRL WIRING DIAGRAM UTILIZING L-828 STEP-TYPE
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L-821 PANEL WITH 5 STEP CONTROL
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NOTES

1. RI s 4oo Q- wIREwouND

TOLERANCE RESISTOR.

R2=200n-wlREwouND

TOLERANCE RESISTOR.
R3z200n–wlREwouND

TOLERANCE RESISTOR.

R4= 200 n -WIREWOUNO

TOLERANCE RESISTOR.

ALL RESISTORS 21/2 WATT MIN.

2. LOCATE RESISTOR BOX IN

L-821 PANEL, IF NO ROOM IN

PANEL, BOX MAY BE REMOTEO.

IF LOCATED IN VAULT, FIVE

NO. 12 AWG MINIMUM WIRES

ARE REQUIRED.

A

-1

“’*}’20’240v
FIGURE 19. TYPICAL DETAILS FOR INTERFACING THE L-828 STEPLESS

REGULATOR WITH STEP-TYPE CONTROLS.
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------ -— —-.=
----- -------

/
120/240- V. CIRCulT I

~- L-821 CONTROL PANEL I 8REAKER PANEL I
-— --- -- —___

I
I L-812 REGULATOR ~

/
4 KW OR 7$ KW

I
/

I
I

i

I
I

I
I

‘!~ $EE

/ }58+ Hgr2 I
TO@XE 5mY@ LI Lt

L ---- _______ I L

&

----- __ –;
)6ym~lT

(O) CONTROL 120 VOLTs , 60 Hz

. —-—_______ f-----------
~ L-82 I CONTROL PANEL~ I 120 v CIRCUIT ~ - — _________

BREAKER “PAMEL , ~ L-012 REWLA~ ~
I -SPST SWITCH I I , A!.

I_
n
n 1 I

-1
I 4SWOR7%KW

I r ~1 ;
1- 1 I I

------ . . .
COUTACTS SILVER S Al

Lw----
MPSO120 VOL’ ‘ ‘

I

7 i
$ I y) SEE

,}S[~, N07E I
1, 1.-.

+

-.

L._ I
,— J

,Tsl~ I ‘J 0.S

(b) CONTROL 120- VOLTS,60 Hz UTILIZING AN AUXILIARY RELAY FOR L-812 REGULATOR

yl%-i.iiiis-i.. 120/240 V CIRClllT

I

/

i “f g ~ :;%
——_ _*

. .

L — --- _. J I I.!zL

(c) OONTROL 48 VOLTS, DC

NOTES:

1. THE L-S12 REGuLAToR IS SHIPPEO WITN ITS INPuT C~N~D POR 240 vOLT2 OPERATIW. RECORO 7NE INPW

VOLTAGE AT THE LOCATION THE REGULATOR IS TO DE IN$TAUEO ANO cWN$c7 THE lNPuT TAP SO I14AT THE

murnw MEASUREO VWL7AGE WIU N07 EXCEEO THE mGULA70RS TAP RATING.

2. INSTAU THE L-621 PANEL. L-C41 HNEL , ANO L-C12 REGu14YOR IM ACCOROANCE WITH THE MANuPAc7uRER’S

INSTRUCTIONS.

s. NAJU TME INSTUTION IN ACCOROAME WITM TllE M~OW AWO LOCAL Cm REOUIREMW7S .

FIGURE 21. TYPICAL REMC?TECONTROLLED REGULAT~
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ORIENTATION OF TAXIWAY LIGHTS USING MASKED LAMPS—._ —______ . . .. .._ __________ . ... —-— — _______ ________ ._ _____ ...__~-L--T__—.-~

LEGEND—

~ Runway light fixture

PT Point of tangency

~~ Toxiwoy light fixture

NOTES

1. Taxiway light fixtures on straight sections of taxiways
should be oriented so the center of the light pattern will
be perpendicular to the edge of the taxiway.

2. Taxiway light fixtures on curved sections of taxiways
should be oriented so the center of the light pattern will
fall on the extended radius of curve through the fixture
location. See figure 9 for spacing ?f lights on curved
edges and for straight sections, see figures 5~6~7 & 8.

FIGURE 22. ORIE~ATION OF TAXIWAY LIGHTS UTILIZING MASKED
LAMPS ,

Page 22



11/25/77 AC lso/5340-24cHG 1
Appendix 2

.! II

COUNTERPOISE WIRE

IF REQUIRED, SEE
AC 150/5370 -10, PARil.aj’=:;:{’’’~’y’””

L-857 TYPE II

1-2“ DUCT

BASE- IS”

MINIMUM
t \l

/

~pR~DJZ 2’ SLACK FOR

CONNECTIONS

kNSTAU AN ADEQUATE FOUNDATION FOR

MAXIMUM ANTICIPATED LOADING

= 1• IF lN~ALLA’ION IS IN BITUMINOUS PAVEMENT, LEAVE CONCRETE BACKFILL
3- 4 INCHES LOW FOR BACKFILL WITH BITUMINOUS MA’ERIAL. ALTERNATELY
USEA TWO SECTIONBASEWJ2JIITHE SECONDSU7TIONINSTALLEDAFrERTHE
FINISHBITUMNOUS SURFACEHAS BEEN CORED.

FIGURE 23. TYPICAL INSTALLATION OF L-850-C EDGE LIGHT
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11/25/7’7

PAVEMENT EDGE
(or defined ru.nwayedge)

/

EDGE LIGHT

Q

T
\

STANDARD
14” (35 cm) Q

MAXIMUM HEIGHT OF EDGE

LIGHTS IN THIS AREA IS
STANDARD 14” (35 cm)
ABOVE GRADE.

IN THIS AREA (see par. ~d),

THE HEIGHT OF THE EDGE
LIGHT MAY BE INCREASED AT
THE RATE OF 2“ (5 cm) PER
FOOT (0.3 m) AS THE LTGHT

MOVED OUTWARD FROM THE 5’
(1.5m) TO 10’ (3m)
POSITION. HOWEVER, AT THE

10’ (3 m) POSITION, THE

I

EDGE LIGHT MAY BE INSTALLED
AS HIGH AS 30” (75 cm)
ABOVE GRADE.

NOTE: WHEN LIGHTSARE ELEVATED ABOVE STANDARD HEIGHT, A MINIMUM
CLEARANCE OF 6“ (15 cm) MUST BE MAINTAINED BE!IWEENTHE LIGHT
AND ANY OVERHANGINGPART OFAN AIRCRAFTEXPECTEDTO USE THE
RUNWAYOR TAXIWAYWHEN ITS MAIN LANDINGGEAR IS LCCATEDAT
THE EDGE OF THE PAVEMENT.

FIGURE 24. ADJUSTMENT OF EDGE LIGHT ELEVATION DUE TO SNOW CONDITIONS
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